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SPRINKLER
AREA HAZARD MANUFACTURER & MODEL REWARKS
NOTE 126 S0 TEMPERATURE
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S5 LooR pLas FoR z0NING REQUIRENENTS.
2. SPRINKLER SHALL HAVE COLOR CODED BULB THERMAL ELEMENT.
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4. CONTRACTOR TO VERIFY SPRINKLER REQUIREMENTS BASED ON ACTUAL INSTALLATION, USAGE, ARCHITECTURAL CEILING PLAN AND NFPA 13 REQUIREMENTS.
5. SYMEOL 1S PRIMARILY FOR INDENTIFYING SPRINKLERS IN SUBMITTALS. IT MAY OR MAY NOT BE FOUND EL SEWHERE ON THE DRAWINGS. CONTRAGTOR TO SUBHIT ALL SPRINKLER TYPES TO BE USED.
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SHALL VERIFY GUANTITIES AND FURNISH ALL MATERIALS REGUIRED FOR FULLY GPERATIONAL SYSTEUS.
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F
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PENDENT
SPRINKLER (TYP)

END-OF-LINE ARMOVER o =

otE2) TONEAREST FLOOR BESCRTION,ACCELGRATOR, 107 OPCTATE, 500 GALLON MAXMUA SYSTEN CAPAITY ATONAT

INCLUDED AS PART OF DPY-1 ASSEMELY.

f 1 MANUFACTURER & ATALOG 0. RELIBLE 1 OR APPROVED EQUAL BY VIKING, TYCO,

NOTES:
TH'S DETAL APPLIES TO SPRINKLER PIPES ABOVE GEILING THAT SUPPLY PENDENT et
SPRINKLERS BELOW CEILINGS WHERE THE WATER PRESSURE EXCEEDS 100 PSIG

(STATIC OR RESIDUAL)
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5147 AR PRESSURE 10 WATER PRESSURE AREA DFERENTIAL S APPROKNATELY 0 O 1. Erou RUBsER

2. ALSOAPPLIES HORIZONTAL L
Y Somer oo

‘GLEVIS HANGERS AND ADJUSTABLE SWIVEL RING HANGERS WITH SURGE
SUPPRESSORS ARE ALSO ACCEPTABLE, SEE NFPA 13.

ReLaLE oD BYVIKING, TYCO, VIETAULIC

FOLEDOURLE oW SUACTION SITCHES METAL WATER TIGHT N 4 HOUSNG, BLOBON PRO0F
INCLUDED AS PART OF DPY-1 ASSEMELY.

MANUFACTURER & CATALOG NO: POTTER PSIDEX.

Q SPRINKLER PIPE HANGER DETAIL
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ADJUSTING HEAD T
CENTER OF CEILING TILE

©
SPRINKLER MAIN

LAY INCELING

CEILING PLATE

AUTOMATIC SPRINKLER HEAD. REFER TO
‘SPRINKLER HEAD SCHEDULE FOR HEAD TYPE

SPRINKLER HEAD MOUNTING DETAIL
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